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Water Use Energy Use
Site Source Total Source

Gal/Tonhr Gal/Tonhr Gal/Tonhr kW/Ton

Evap Cooling 1.5 0.07 1.57 0.15
Air Cooled A/C 0 0.40 0.40 0.90
Water Cooled A/C 2.0 0.26 2.26 0.60



Opportunities
• Building energy and water efficiency
• Reclaimed water to cooling towers

• Solar PV, Air Cooled Chilling, Thermal Energy Storage




